Mecklenburg County
Common Code Defects

Plumbing

Code Defects
¢ Piping sleeves missing or incorrect

Code Description

305.4 Sleeves. Annular spaces between sleeves and pipes shall be filled or
tightly caulked in an approved manner. Annular spaces between sleeves and
pipes in fire-resistance-rated assemblies shall be filled or tightly caulked in
accordance with the International Building Code.

305.5 Pipes through or under footings or foundation walls. Any pipe that
passes under a footing or through a foundation wall shall be provided with a
relieving arch, or a pipe sleeve pipe shall be built into the foundation wall. The
sleeve shall be two pipe sizes greater than the pipe passing through the wall.

Disclaimer: There may be other ways to comply with the Code. If so,
you are not required to use this method to comply with the Code. You
may want to investigate other options, or consult with a design
professional identifying an equally code compliant solution.

End Notes

North Carolina Plumbing Code & North Carolina Mechanical Code & North Carolina Fuel Gas Code.
International Code Council

Southern Building Code Congress
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